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250.104 Bonding of Piping Systems and Exposed 
Structural Steel. 
 
(A) Metal Water Piping.  The metal water piping system 
shall be bonded as required in (A)(1), (A)(2), or (A)(3) of 
this section.  The bonding jumper(s) shall be installed in 
accordance with 250.64(A), (B), and (E).  The points of 
attachment of the bonding jumper(s) shall be accessible.   


