NOTES:

1. Clearances of pole to face of curb shall be a MINIMUM of 2'-0" for pole heights of 17' to 30'. Poles shorter than 17' shall be located a minimum of 4'-0" clear from face of curb.

2. Pole shall be in place and truly plumbed before placing dry packed mortar.

3. Conduit location and size shall be as shown on approved plans. Minimum size of all conduits installed shall be 2". Stub conduit 4" above base.

4. Luminaires shall be HIGH PRESSURE SODIUM VAPOR. The wattage and distribution as shown on the plans.

5. All street lights shall be wired to a 240 volt circuit.

6. Poles and arms shall be factory painted per City Standard Specifications.

7. All lights shall be wired to a Type III BF service pedestal with one 200 AMP meter unless otherwise approved. No individual photo cells.

CITY OF REDWOOD CITY
ENGINEERING AND TRANSPORTATION

STREET LIGHT
(REDWOOD SHORES)

STANDARD DETAIL
E - 7
SHT 1 OF 1