NOTES:
1. RUBBER SADDLES SHALL BE SEALED WITH AN ELASTOMERIC VULCANIZING SEALANT.
2. STAINLESS STEEL SERIES 300 BANDSCREW AND HOUSING SHALL BE USED FOR SADDLES AND RUBBER COUPLINGS.
3. RUBBER COUPLINGS SHALL BE FLEX-SHEAR ADJUSTABLE RUBBER COUPLING (ARC) WITH STAINLESS STEEL SHEAR RING.
4. THESE DETAILS WORK WITH SANITARY SEWER DETAIL S-1, SHEET 1 OF 2.