NOTES:

1. No tap shall be made within 2.5' of a joint or fitting or other taps on C.I.P. or D.I.P.

2. No tap shall be made within 3' of a joint or fitting or other taps on A.C.P. or PVC.

3. The contractor provides and installs the tapping sleeve, and the city will perform the tap with city tapping machine.

4. Tapping sleeves shall be all type 316 stainless steel by Smith Blair Model 663, JCM 6432 or approved equal, and tapping valves shall be Mueller flange x mechanical joint or approved equal.