NOTES:
1. Concrete for base shall conform to Standard Specification 86-2.03B.
2. See Standard Details E-3 and E-7 for more information.
3. Top of base shall be finished, troweled and edged.
4. Furnish and install 4 each 1"x36" Anchor Bolts with anchor plate. Stub 4" above Base.
6. Furnish and install 1/2"x8" Copper Ground Rod in Pull Box.
7. Prior to any excavation, Contractor shall contact Underground Services Alert (USA).
8. All conduit bends shall be sweeping nineties. No sharp bends will be allowed.
9. All conduits terminating in pull boxes open above base shall be sealed with duct seal after wires are pulled.
10. All splices shall be done using "C" crimp connectors taped and coated with "SCOTCHCOAT".
11. At least 3 feet of slack shall be left for each conductor at each splice.

ALTERNATIVE I
For Sidewalks Wider Than 7'

ALTERNATIVE II
For Sidewalks Less Than 7' Wide

NOT TO SCALE