NOTES:

1. Use smallest standard degree fittings as required for proper horizontal separation unless otherwise shown on the plan.

2. For PVC Pipe, bell and spigot joint restraints shall be EBAA series serrated type 1500 or 2800; mechanical joint restraints shall be EBAA Series 2000PV. For DIP, mechanical joint restraints shall be EBAA Megalug Series 1100.

3. See Thrust Restraint Length Table on W - 20B for restrained joint length (L).

4. Pipe bedding shall be per Standard Detail UT-1 or UT-2.