NOTES:

1. Use smallest standard degree fittings as required for vertical separation, unless otherwise shown on plan.

2. For PVC Pipe, bell and spigot joint restraints shall be EBAA Series 1500 or 2800; mechanical joint restraints shall be EBAA Series 2000PV. For DIP, mechanical joint restraints shall be EBAA Megalug Series 1100.

3. The crossing zone, applies to a water line crossing underneath a sewer line.
   No joints are permitted for 10' on either side of the sewer line in this zone.

4. See Thrust Restraint Length Table on W – 20B for restrained joint length (L).

5. Pipe bedding shall be per Standard Detail UT–1 or UT–2.

NOT TO SCALE