NOTES:

1. In lieu of thrust block, joint restraints shall be installed per thrust restraint length requirement per Detail W-20B.

2. Refer to Standard Detail W – 20C and Specification Section 02661 for Petrolatum tape System, as needed by project requirement.

3. All valves ≥ 12” shall be FL x FL Butterfly Valves